
1. PROVIDE NEW FAN COIL UNIT (FCU). SEE EQUIPMENT SCHEDULE FOR CAPACITIES AND DETAILS

FOR INSTALLATION.

2. PROVIDE NEW AIR DISTRIBUTION OUTLET, AS SCHEDULED.

3. PROVIDE NEW DUCTWORK WITH HANGERS AND SUPPORTS WITH APPLIED CONNECTORS.

4. PROVIDE NEW SPACE TEMPERATURE SENSOR (THERMOSTAT) WHERE INDICATED ON THE PLANS.

5. SHADED AREA ON PLAN IS NOT IN SCOPE OF WORK.

6. SEE SHEET MP101 FOR MECHANICAL PIPING IN THIS AREA.

7. ALL PENETRATIONS THROUGH RATED FLOOR/CEILING ASSEMBLIES AND THROUGH FIRE RATED

WALL AND SMOKE BARRIER ASSEMBLIES - THOSE CREATED BY REMOVAL OF DEMOLISHED ITEMS

UNDER THIS CONTRACT AND THOSE DISCOVERED DURING CONSTRUCTION UNDER THIS

CONTRACT AS A RESULT OF PREVIOUS WORK AND THOSE CREATED BY NEW WORK UNDER THIS

CONTRACT - MUST BE SEALED AS PART OF THIS CONTRACT. ALL RATED SEPARATIONS MUST MEET

CURRENT CODE REQUIREMENTS.
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PLAN

NORTH

KEY PLAN

MH101

MECHANICAL HVAC  PLAN

GQL

31 51

MECHANICAL HVAC PLAN

CMD

PROVIDE DRYER VENT BOX. BASIS OF DESIGN: DRYER BOX MODEL 480,

22 GAUGE ALUMINIZED STEEL WITH 4"Ø TOP OUTLET AND 23-1/2"H

X17-1/2"W X 5"D TALL. PROVIDE INLINE LINT TRAP WITH ACCESS DOOR..

4"Ø WALL CAP WITH BACKDRAFT DAMPER.

DRYER VENT EXHAUST FAN WITH CURRENT SENSING RELAY. BASIS OF

DESIGN FANTECH DBF 4XLT-705,115 V / 1 PH / 80 WATTS.

RE-BALANCE EXISTING FAN FOR NEW RETURN AIRFLOW RATE, AS

INDICATED. REFER TO EQUIPMENT SCHEDULE ON SHEET MH601.

SHEET KEYNOTES:

1

1

1

1

1

1

1                 ADDENDUM #1 6/4/2014

1
1


